24 SQ. OR 24 DIAM.  
PRECAST OR  
CAST IN PLACE  

CAST IRON  
VALUE BOX  

CAST IRON LID  
CONCRETE COLLAR  

8" 9"  

2 INCH SQUARE  
WRENCH NUT 6" FT  
BELOW GRADE  

4 #4 REBARS  
DUCTILE OR CAST IRON  
EXT. (AS REQ'D)  
EXTENSION STEM REQ. WHERE  
VALUE OPERATING NUT IS  
GREATER THAN 4FT. DEEP  
FIT 2 INCH SQUARE  
WRENCH NUT  

VALUE OPERATING NUT  
NO CONTACT ON VALVE.  
SUPPORT BOX W/BRICK  
VALVE OPERATOR  

BURIED GATE VALVE BOX  
1'-6"  

8" THICK  
CONC. PAD  
VALVE BOX  

4-#4 EW, CENTERED  

PLAN  
CONCRETE PAD  

THIS DETAIL WAS TAKEN FROM THE CITY OF ATLANTA'S WEBSITE. IT MAY HAVE BEEN MODIFIED  
AND SHOULD BE REVIEWED THOROUGHLY.