Joint Sealant

MH. STEPS SEE DETAIL NO. MH-12

Precast Conc. Riser

Conduit Class "B"
(Min. Compressive Strength 2200 PSI)

Crushed Stone #57 (Typ)

Pipe O.D. +2" Min.
Pipe O.D. +4" Max.

See Detail No. MH-2

1'-0" Min. Top
Of Pipe Opening
To Lip of Base

Joint Sealant

Grout Invert

Crushed Stone #57 (Typ)

Existing Pipe Invert

Existing Pipe Invert

NOTE: SAW CUT EXISTING PIPE AT ITS
\% ON SIDES

This detail was taken from the City of Atlanta's website. It may have been modified and should be reviewed thoroughly.

Standard Details

Manhole Over Existing Sewer

City of Atlanta

Rev.
Date: Sept 2011
Orig. Date: Nov 2004
Scale: N.T.S.

Detail No. SG-G_MH007